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> Indiana Department of Environmental Management (IDEM)

‘./ Office of Water Quality - Drinking Water Branch - Compliance Section
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| hereby certify that all the information submitted herein is true and accurate to the best of my knowledge. I
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CHLORINE AND CHLORAMINES RESIDUAL REPORTING (POE)
State Form 53295 (R / 3-12)

Indiana Department of Environmental Management (IDEM)

Office of Water Quality - Drinking Water Branch - Compliance Section

INSTRUCTIONS: Please submit completed forms to: IDEM OWQ Drinking Water, Mail Code 66-34, 100 N Senate Ave, Indianapolis, IN 46204-2251.
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If you are using chlorine, check the chlorine box above and report free chlorine results.
If you are using chloramines, check the chloramines box above and report total chlorine results.
If residual is below 0.2 for free chlorine or 0.5 for total chlorine below minimum required level, check the box below.
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Note:
As per 327 IAC 8-2-8.8(c), systems serving more than 3,300 customers are required to continuously monitor the residual disinfectant concentration of

the water entering the distribution system and must record the lowest value each day. If there is a failure in their monitoring equipment, grab sampling
is required every four (4) hours, but for no more than two (2) working days following failure of the equipment.

Certification:

All POE residual disinfectant sampling have been properly carried out by me or under my direct supervision following the approved methods
specified by the rule, as per 327 IAC 8-2-8.7(5). All residual testing equipment has been properly calibrated with a grab sample at least every
five (6) days, as per 327 IAC 8-2-8.7(5)(F). I certify that this system complied with all the rule reqi}i{ements applicable for tl'.y's'ninitoring /

reporting period. /’/Z;?_
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7
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MEMBRANE SYSTEM MONTHLY REPORT

Direct Integrity Testing - Pressure Decay Tests
State Form 54298 (5-10)

INDIANA DEPARTMENT OF ENVIRMONMENTAL MANAGEMENT
OFFICE OF WATER QUALITY - DRINKING WATER BRANCH

PWSID Number 5245012 System Name | East Chicago Water Treatment Plant
Skid Number [ 1] Skid UCL (psi/min)
| Reporting Period: September-16 |

INSTRUCTIONS: Submit one form for each skid/rack that you operated this month. Enter initial and final pressure, TMP, and temperature. The log removal achieved during that parti
PDT test, will be calculated based on the system constants. Submit completed forms to IDEM Drinking Water Branch, Compliance Section, 100 N Senate Ave, Indianapolis, IN 46204

System Constants

Design Flow 2403.00/gpm
System-specific Decay Test (PDTi) 2.00|psi/min
System Volume 3.00/gallons
PDT Test Duration 108.0|minutes
System Backpressure 5.00| psi
Location Atmospheric Pressure 6.0000| pSi
Presure (psi) TMP Temp AP (test) Is it within Corrective Action? Verified
DATE P (initial) | P (final) | (psi) (<F) (psi/min) | UCL (Yes/No)? (if required) AP(effec) | f(Temp) ALCR LRV
9/1/16 9:48 20.6 20.1 -15.9 70.2 03 541.4 3814.5 -95543.2 5.1
9/2/16 8:40 20.5 19.9 -15.6 70.9 0.3 534.1 3779.0 -94799.9 5.2
9/2/16 19:02 20.5 19.9 -15.7 71.2 0.3 535.9 3760.9 -94373.9 5.1
9/3/16 19:25 20.4 19.8 -15.6 70.7 0.3 531.2 3790.8 -94756.2 5.2
9/4/16 20:07 20.4 19.8 -15.6 71.5 0.3 530.5 3743.6 -93277.1 5.2
9/6/16 5:53 20.5 19.9 -15.7 64.4 0.3 535.9 4186.2 -106139.2 5.2
9/7/16 6:41 20.5 19.9 -15.7 62.1 0.3 533.2 4345.6 -110043.8 5.2
9/8/16 7:03 20.5 20.0 -15.8 61.3 0.3 5353 4402.8 -111771.9 5.3
9/9/16 7:27 203 20.0 -15.5 63.7 0.3 525.0 4228.9 -106541.2 5.4
9/10/16 7:50 20.6 20.0 -15.8 66.7 0.3 540.6 4027.1 -101906.0 5.2
9/11/16 11:53 20.3 18.7 -15.4 63.9 0.3 524.3 4221.2 -107135.7 5.4
9/12/1612:16 20.4 19.7 -15.5 69.4 0.3 527.9 3862.0 -96607.9 53
9/13/16 12:38 20.5 20.0 -15.7 62.6 0.3 537.0 4314.1 -109877.5 5.2
9/14/16 13:01 20.6 20.0 -15.8 66.4 0.3 540.6 4052.0 -102539.7 5.3
9/15/16 14:50 20.5 19.9 -15.7 69.3 0.3 535.3 3867.0 -97023.9 5.3
9/16/16 15:06 20.5 20.0 -15.7 61.1 0.3 534.8 4418.8 -112446.2 53
9/17/16 15:39 20.6 20.0 -15.8 54.5 0.3 537.7 4966.4 -128208.7 5.3
9/18/16 15:55 20.6 20.0 -15.8 57.9 0.3 541.1 4677.8 -120410.7 5.3
9/19/16 16:15 20.6 20.0 -15.8 53.8 0.3 538.0 5027.2 -129858.4 5.3
9/20/16 16:56 20.5 20.0 -15.7 56.8 0.3 536.2 4762.5 -122363.9 5.3
9/21/16 17:13 20.6 20.1 -15.9 56.8 0.3 541.1 4764.1 -122595.8 5.4
9/22/16 17:29 20.7 20.1 -15.9 54.8 0.3 542.6 4938.2 -127689.0 5.2
9/23/16 17:45 20.6 20.0 -15.8 56.4 0.3 537.5 4801.0 -123188.7 5.2
9/24/16 18:24 20.6 20.0 -15.8 60.5 0.3 537.5 4467.0 -113916.3 53
9/25/16 19:03 20.6 20.0 -15.9 57.4 0.3 542.0 4716.5 -121384.3 5.2
9/26/16 19:19 20.7 20.1 -15.9 55.2 0.3 543.1 4903.2 -126869.0 5.3
9/27/16 19:36 20.7 20.1 -15.9 56.9 0.3 542.4 4758.8 -122568.3 5.2
9/28/16 19:52 20.7 20.1 -15.9 59.7 0.3 543.0 4532.0 -116378.6 53
9/29/16 20:11 20.6 20.0 -15.8 61.1 0.3 538.1 44193 -112498.3 5.1
9/30/16 20:29 20.7 20.1 -15.9 61.3 0.3 543.3 4406.8 -112447.5 5.2
Min 203 19.7 -15.9 53.8 0.3 524.3 3743.6 -129858.4 5.1
Max 20.6 20.1 -15.6 71.2 0.3 541.4 3814.5 -94373.9 5.2
Avg 20.5 20.0 -15.8 62.3 0.3 536.9 4365.2 -111172.0 5.2

Prepared By l\l'z“‘ €. ‘k" P "‘OJ Date j¢) 4=l k Reviewed By /)ﬁgﬁ Lh/\-k)_—
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MEMBRANE SYSTEM MONTHLY REPORT

Direct Integrity Testing - Pressure Decay Tests
State Form 54298 (5-10)

INDIANA DEPARTMENT OF ENVIRMONMENTAL MANAGEMENT
OFFICE OF WATER QUALITY - DRINKING WATER BRANCH

PWSID Number System Name I East Chicago Water Treatment Plant J
Skid Number [ 2 | Skid UCL (psi/min)
| Reporting Period: September-16 ]

INSTRUCTIONS: Submit one form for each skid/rack that you operated this month. Enter initial and final pressure, TMP, and temperature. The log removal achieved during that partict
a

System Constants

Design Flow 2403/ gpm
System-specific Decay Test (PDTi) 2|psi/min
System Volume 3|gallons
PDT Test Duration 108{ minutes
System Backpressure 5| psi
Location Atmospheric Pressure 6| psi
Presure (psi) TMP Temp AP (test) Is it within Corrective Action? Verified
DATE P (initial) | P (final) (psi) (<F) (psi/min} UCL (Yes/No)? (if required) AP(effec) | f(Temp) ALCR LRV
9/1/16 9:00 20.0 159.6 -16.0 69.7 0.2 508.3 3847.7 -89775.3 5.3
9/2/16 8:05 20.1 19.6 -16.1 70.4 0.2 514.6 3802.3 -89325.5 5.4
9/3/16 11:26 19.8 19.4 -15.8 71.0 0.2 501.1 3769.1 -87849.9 5.4
9/4/16 11:48 20.0 19.6 -16.2 713 0.2 511.5 3753.9 -87194.3 5.4
9/5/16 12:11 19.9 19.5 -16.1 68.0 0.2 507.3 3949.6 -92129.3 5.3
9/6/16 12:35 19.5 19.5 -15.4 63.2 0.2 487.3 4270.6 -100957.1 54
9/7/16 13:14 19.5 19.1 -15.6 62.0 0.2 483.5 4355.1 -100974.4 5.4
9/8/16 13:37 19.7 19.3 -15.8 61.4 0.2 496.2 4397.1 -102947.1 5.4
9/9/16 14:02 20.1 19.7 -16.2 69.4 0.2 515.6 3862.8 -90619.2 5.5
9/10/16 14:24 19.7 15.3 -15.7 63.6 0.2 493.9 4238.8 -99013.8 5.4
9/11/16 15:18 19.8 194 -16.0 65.1 0.2 502.7 4135.4 -96703.9 5.5
9/12/16 15:40 20.1 19.7 -16.2 70.0 0.2 513.4 3830.7 -89221.4 5.4
9/13/16 16:12 19.7 193 -15.8 61.0 0.2 496.7 44259.0 -104042.7 5.3
9/14/16 16:35 19.9 19.5 -15.9 68.5 0.2 506.7 3917.7 -91966.4 5.5
9/15/16 18:52 19.8 9.4 2.9 69.3 0.2 502.2 3867.0 494917.8 5.5
9/16/16 19:31 19.7 19.3 -15.7 58.2 0.2 495.8 4653.2 -110283.7 5.4
9/17/16 19:49 19.6 19.2 -15.5 549 0.2 489.9 4932.0 -117778.5 5.4
9/18/16 20:06 19.8 19.4 -15.8 60.3 0.2 502.1 4484.1 -106925.0 5.5
9/19/16 22:26 19.6 19.2 -15.7 53.8 0.2 492.7 5028.0 -119803.9 5.5
9/20/16 23:02 19.4 15.0 -15.6 54.7 0.2 483.1 4950.4 -116059.7 5.4
9/21/16 23:18 19.5 19.1 -15.8 56.4 0.2 486.9 4796.9 -111895.6 5.4
9/22/16 23:49 19.5 15.1 -15.6 54.5 0.2 484.3 4964.5 -116473.2 5.3
9/24/16 0:28 19.7 19.3 -15.9 62.0 0.2 497.6 4351.3 -101673.9 5.3
9/25/16 0:44 19.6 19.2 -15.7 60.0 0.2 489.9 4502.2 -104997.6 5.3
9/26/16 0:59 19.6 19.2 -15.7 55.2 0.2 491.3 4903.2 -115758.8 5.3
9/27/16 1:18 19.6 19.2 -15.7 54.9 0.2 490.6 4930.4 -116302.6 5.4
9/28/16 1:34 19.6 19.2 -15.8 56.5 0.2 490.9 4793.7 -112736.0 5.3
9/29/16 6:25 19.6 19.2 -15.7 60.7 0.2 490.4 4455.1 -104245.6 5.5
9/30/16 7:27 19.7 19.3 -15.8 61.1 0.2 495.8 44231 -103932.0 5.3
Min 19.4 19.0 -16.2 53.8 0.2 483.1 3753.9 -119803.9 53
Max 20.1 19.6 -15.8 71.0 0.2 514.6 3847.7 -87849.9 5.4
Avg 19.7 19.3 -15.2 62.3 0.2 497.3 4365.3 -82298.9 5.4

Pde | [F5— >
Prepared By e *ﬂ,»ie,’\é 3 Date t€ o 1% Reviewed By / [‘\—7"/‘)_'

(month, day, year)
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Direct Integrity Testing - Pressure Decay Tests
State Form 54298 (5-10)

INDIANA DEPARTMENT OF ENVIRMONMENTAL MANAGEMENT
OFFICE OF WATER QUALITY - DRINKING WATER BRANCH

PWSID Number System Name r East Chicago Water Treatment Plant J
Skid Number skid UL (psi/min)
[ Reporting Period: September-16 |

INSTRUCTIONS: Submit one form for each skid/rack that you operated this month. Enter initial and final pressure, TMP, and temperature. The log removal achieved during that particular
PDT test, will be calculated based on the system constants. Submit completed forms to IDEM Drinking Water Branch, Compliance Section, 100 N Senate Ave, Indianapolis, IN 46204

System Constants

Design Flow 2403 gpm
System-specific Decay Test (PDTi) 2|psi/min
System Volume 3|gallons
PDT Test Duration 108 minutes
System Backpressure 5| psi
Location Atmospheric Pressure 6| psi
Presure (psi) TMP Temp AP (test) Is it within Corrective Action? Verified
DATE P (initial) P (final) (psi) {-F) (psi/min) UCL (Yes/No)? (if required) AP(effec) f(Temp) ALCR LRV
Min 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Max 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Avg #DIV/0! #D1V/0! #DIV/Q! #DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0!
Prepared By Date Reviewed By

(month, day, year)

Reviewed By:




MEMBRANE SYSTEM MONTHLY REPORT

Direct Integrity Testing - Pressure Decay Tests
State Form 54298 (5-10)

INDIANA DEPARTMENT OF ENVIRMONMENTAL MANAGEMENT
OFFICE OF WATER QUALITY - DRINKING WATER BRANCH

PWSID Number 5245012 System Name | East Chicago Water Treatment Plant
Skid Number [ a | Skid UCL (psi/min)
[ Reporting Period: | September-16 |

INSTRUCTIONS: Submit one form for each skid/rack that you operated this month. Enter initial and final pressure, TMP, and temperature. The log removal achieved during that particular
PDT test, will be calculated based on the system constants. Submit completed forms to IDEM Drinking Water Branch, Compliance Section, 100 N Senate Ave, Indianapolis, IN 46204

System Constants

Design Flow 2403|gpm
System-specific Decay Test (PDTi) 2|psi/min
System Volume 3|gallons
PDT Test Duration 108| minutes
System Backpressure s{psi
Location Atmospheric Pressure s|psi
Presure {psi) TMP Temp AP (test) Is it within Corrective Action? Verified
DATE P (initial) | P (final) (psi) (°F) {psi/min) UCL (Yes/No)? (if required) AP(effec) | f(Temp) ALCR LRV
9/1/16 11:07 20.6 20.0 -16.1 70.4 0.3 542.0 3802.3 -94221.9 5.2
9/2/16 11:33 20.3 19.7 -15.9 71.0 0.3 526.7 3772.0 -91763.5 5.3
9/3/16 12:00 204 19.8 -15.9 70.6 0.3 528.8 3796.2 -92512.5 52
9/4/16 12:24 20.5 19.9 -16.0 71.2 0.3 533.4 3759.6 -91790.0 5.2
9/5/16 13:41 20.4 19.9 -15.8 66.9 0.3 527.7 4016.4 -99229.5 52
9/6/16 14:25 204 19.9 -16.1 62.9 0.3 530.5 4291.0 -105592.6 5.2
9/7/16 15:02 20.5 19.9 -16.1 62.0 0.3 535.3 4355.2 -108027.3 53
9/8/16 15:25 20.3 19.6 -15.8 61.5 0.3 522.8 4388.8 -108389.2 5.3
9/9/16 15:49 20.3 19.7 -15.9 69.5 0.3 5244 3855.9 -93755.9 5.1
9/10/16 16:24 20.5 19.7 -16.1 61.6 0.3 536.1 4382.3 -108753.4 5.3
9/11/16 17.09 20.5 19.9 -16.1 66.5 0.3 533.9 4040.3 -99398.2 5.3
9/12/16 17:48 20.4 19.8 -16.0 69.3 0.3 529.4 3867.2 -94474.1 5.2
9/13/16 18:21 20.4 19.8 -16.1 61.2 0.3 532.1 4417.4 -109494 .4 5.2
9/14/16 18:47 20.4 19.8 -16.0 68.8 0.3 530.6 3901.4 -95612.8 5.2
9/15/16 20:34 20.5 16.8 -16.0 69.3 0.3 534.0 3867.0 -94802.2 5.2
9/16/16 20:52 20.5 20.0 -16.2 57.5 0.3 537.2 4704.3 -117746.3 5.2
9/17/16 21:09 20.6 20.0 -16.2 54.7 0.3 537.7 4949.0 -124631.4 53
9/18/16 21:26 20.6 20.0 -16.2 59.9 0.3 539.5 4511.7 -112621.2 53
9/19/16 21:51 20.6 20.0 -16.2 53.6 0.3 537.7 5042.4 -127262.7 5.2
9/20/16 22:07 20.6 20.0 -16.2 54.8 0.3 539.0 4940.8 -124469.3 5.2
9/21/16 22:47 20.5 15.9 -16.1 56.5 0.3 535.3 4794.2 -120214.1 5.3
9/22/16 23:14 20.5 15.9 -16.1 54.0 0.3 534.4 5007.6 -125889.5 5.1
9/23/16 23:33 20.6 20.0 -16.2 60.6 0.3 539.5 4460.0 -111233.3 5.1
9/24/16 23:50 20.5 20.0 -16.1 60.4 0.3 534.5 4472.3 -111025.8 5.1
9/26/16 0:06 20.6 20.0 -16.3 55.2 0.3 542.1 4903.2 -123651.6 5.2
9/27/16 0:23 20.6 20.1 -16.2 55.0 0.3 541.7 4920.1 -124242.0 5.2
9/28/16 0:39 20.7 20.1 -16.3 56.7 0.3 543.1 4776.3 -120219.0 51
9/29/16 1:09 20.6 20.0 -16.2 60.4 0.3 539.0 4478.2 -111877.4 5.2
9/30/16 7:13 20.5 20.0 -16.1 61.4 0.3 536.8 4397.0 -109477.6 5.2
Min 20.3 19.6 -16.3 53.6 0.3 522.8 3759.6 -127262.7 5.1
Max 20.6 20.0 -15.9 71.0 0.3 542.0 3802.3 -91763.5 5.3
Avg 20.5 19.9 -16.1 62.2 0.3 o 534.7 4374.8 -108704.1 5.2
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MEMBRANE SYSTEM MONTHLY REPORT

Direct Integrity Testing - Pressure Decay Tests
State Form 54298 (5-10)

INDIANA DEPARTMENT OF ENVIRMONMENTAL MANAGEMENT
OFFICE OF WATER QUALITY - DRINKING WATER BRANCH

PWSID Number 5245012 System Name | East Chicago Water Treatment Plant
Skid Number [ 5 | Skid UCL (psi/min)
[ Reporting Period: September-16 |

INSTRUCTIONS: Submit one form for each skid/rack that you operated this month. Enter initial and final pressure, TMP, and temperature. The log removal achieved during that partict.
PDT test, will be calculated based on the system constants. Submit completed forms to IDEM Drinking Water Branch, Compliance Section, 100 N Senate Ave, indianapolis, IN 46204.

System Constants

Design Flow 2403|gpm
System-specific Decay Test (PDTi) 2|psi/min
System Volume 3|gallons
PDT Test Duration 108 minutes
System Backpressure 5| psi
Location Atmospheric Pressure s|psi
Presure (psi) TMP Temp AP (test) Is it within Corrective Action? Verified
DATE P (initial) | P (final) (psi) (<F} (psi/min) UCL (Yes/No)? (if required) AP(effec) | f(Temp) ALCR LRV
9/1/16 16:45 20.2 19.6 -15.8 71.5 0.3 521.7 3746.3 -90505.9 5.2
9/2/16 17:08 20.3 19.6 -15.8 71.2 0.3 522.7 3759.6 -91050.6 5.1
9/3/16 17:48 20.4 19.8 -16.0 71.1 0.3 529.6 3767.5 -91729.2 5.0
9/4/16 18:41 20.2 19.6 -15.8 71.5 03 521.8 3741.7 -90530.2 5.1
9/5/16 19:04 18.3 17.8 -14.1 65.4 0.3 431.3 4114.4 -93688.3 5.0
9/6/16 19:27 20.4 19.8 -16.0 62.3 0.3 528.5 43339 -106903.7 5.1
9/7/16 20:08 20.5 19.8 -16.1 62.3 0.3 5333 4329.2 -107120.6 5.2
9/8/16 20:31 20.4 19.8 -16.0 62.1 0.3 527.8 43449 -107083.9 5.2
9/9/16 21:04 20.2 18.5 -15.7 68.5 0.4 519.9 3919.2 -95672.5 5.2
9/10/16 21:36 20.5 19.8 -16.0 61.0 0.3 532.7 4426.2 -110055.4 5.2
9/11/16 22:15 20.3 19.6 -15.9 68.8 0.3 523.7 3901.0 -94927.5 5.1
9/12/16 22:49 20.3 19.7 -15.9 65.9 0.3 5251 4081.1 -100006.3 5.2
9/13/16 23:12 20.4 19.8 -16.0 60.4 0.3 528.1 4474.8 -110497.4 52
9/14/16 23:53 20.3 19.8 -15.8 69.5 0.3 523.1 3857.1 -93800.9 5.2
9/16/16 1:42 20.5 19.9 -16.1 66.3 0.3 535.2 4058.7 -99865.7 5.0
9/17/16 2:27 20.3 19.7 -15.8 55.7 0.3 523.3 4860.4 -121348.1 5.1
9/18/16 5:47 20.2 19.7 -15.8 55.6 0.3 517.8 4867.0 -120610.2 5.2
9/19/16 6:04 20.4 19.8 -16.0 56.7 0.3 530.8 4770.3 -119181.5 5.2
9/20/16 7:35 20.4 19.8 -16.0 53.7 0.3 529.9 5034.7 -126402.2 5.3
9/21/16 7:51 20.4 19.8 -16.0 55.9 0.3 529.6 4838.9 -121045.9 5.1
9/22/16 8.07 20.5 20.0 -16.2 54.9 0.3 537.2 4932.5 -123739.9 5.1
9/23/16 8:24 20.5 19.9 -16.1 54.6 0.3 534.3 4955.6 -124682.5 5.1
9/24/16 8:43 20.4 19.8 -16.0 62.9 0.3 529.6 4285.5 -106078.0 5.2
9/25/16 9:51 20.3 19.7 -15.9 60.5 0.3 526.2 4469.1 -111033.7 5.1
9/26/16 10:09 20.4 19.8 -16.1 55.2 0.3 532.3 4903.2 -122765.3 5.1
9/27/16 10:38 204 19.8 -16.0 56.1 0.3 531.5 4823.1 -120921.6 5.2
9/28/16 10:54 20.4 19.8 -16.1 58.5 0.3 5314 4628.4 -115188.9 5.2
9/29/16 11:10 20.4 15.8 -16.0 60.6 0.3 528.4 4462.6 -110517.6 51
9/30/16 8:11 20.4 19.8 -16.0 61.2 0.3 529.9 4416.8 -109450.0 5.1
Min 183 17.8 -16.2 53.7 0.3 431.3 3741.7 -126402.2 5.0
Max 20.4 19.8 -15.8 71.5 0.3 529.6 3767.5 -90505.9 5.2
Avg 20.3 19.7 -15.9 62.1 0.3 N 524.7 4382.9 -108151.9 5.1
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MEMBRANE SYSTEM MONTHLY REPORT

Direct Integrity Testing - Pressure Decay Tests
State Form 54298 (5-10)

INDIANA DEPARTMENT OF ENVIRMONMENTAL MANAGEMENT
OFFICE OF WATER QUALITY - DRINKING WATER BRANCH

PWSID Number System Name East Chicago Water Treatment Plant
Skid Number [ & ] Skid UCL (psi/min)
[ Reporting Period: September-16 ]

INSTRUCTIONS: Submit one form for each skid/rack that you operated this month. Enter initial and final pressure, TMP, and temperature. The log removal achieved during that particular
PDT test, will be calculated based on the system constants. Submit completed forms to IDEM Drinking Water Branch, Compliance Section, 100 N Senate Ave, Indianapolis, IN 46204.

System Constants

Design Flow 2403|gpm
System-specific Decay Test (PDTi) 2|psi/min
System Volume 3|galions
PDT Test Duration 108|minutes
System Backpressure 5| psi
Location Atmospheric Pressure 6|psi
Presure (psi) T™P Temp AP (test) ts it within Corrective Action? Verified
DATE P {initial) | P (final) (psi) (°F) {psi/min) | UCL (Yes/No)? (if required) AP(effec) | f(Temp) ALCR LRV
9/1/16 13:56 20.4 19.8 -15.9 70.9 0.3 532.1 3777.5 -92902.7 5.0
9/2/16 14:22 20.6 19.8 -16.2 70.7 0.3 537.5 3788.3 -92402.5 5.0
9/3/16 15:10 20.6 20.0 -16.2 70.9 0.3 538.6 3777.6 -92111.3 5.1
9/4/16 15:48 20.7 20.1 -16.3 71.1 0.3 544.1 3763.8 -92153.0 5.1
9/5/16 16:35 20.7 20.2 -16.3 66.2 0.3 544.8 4062.3 -100454.6 5.1
9/6/16 17:00 20.7 20.2 -16.3 62.5 0.3 543.2 4320.1 -107345.9 5.1
9/7/16 17:25 20.5 20.0 -16.2 62.5 0.3 536.1 4316.0 -106659.2 5.2
9/8/16 18:04 204 19.8 -16.0 61.8 0.3 529.6 4371.8 -108362.2 5.4
9/9/16 18:27 20.4 19.8 -16.0 68.9 0.3 529.9 3894.2 -94924.7 5.1
9/10/16 19:08 20.5 19.9 -16.1 60.9 0.3 535.2 4437.7 -110175.2 5.3
9/11/16 19:36 20.7 20.1 -16.3 67.3 0.3 544.1 3988.3 -98239.0 5.2
9/12/16 20:10 20.3 19.8 -15.9 67.0 0.3 526.2 4007.4 -97859.6 53
9/13/16 20:33 20.7 20.1 -16.3 60.8 0.3 543.0 4441.2 -110955.9 5.1
9/14/16 21:14 20.7 20.1 -16.3 69.5 0.3 544.1 3855.6 -94480.3 53
9/15/16 23:01 20.7 20.1 -16.3 69.3 0.3 543.0 3867.0 -95038.3 S.1
9/16/16 23:34 20.6 20.1 -16.2 55.8 0.3 539.7 4851.0 -122265.3 5.2
9/17/16 23:51 20.6 20.1 -16.2 54.8 0.3 542.1 4941.9 -124934.5 5.2
9/19/16 3:49 20.6 20.1 -16.2 60.6 0.3 539.9 4461.4 -111152.2 5.2
9/20/16 7:54 20.7 20.1 -16.2 53.8 0.3 542.6 5024.7 -127387.4 5.2
9/21/16 8:10 20.7 20.1 -16.3 56.2 0.3 542.6 4819.5 -121484.8 5.1
9/22/16 8:30 20.8 20.3 -16.4 55.2 0.3 549.5 4906.4 -124376.6 5.1
9/23/16 8:59 20.7 20.1 -16.2 54.8 0.3 542.6 4939.9 -125032.8 5.1
9/24/16 9:38 20.7 20.1 -16.3 62.9 0.3 542.4 4289.1 -106748.8 5.1
9/25/16 10:05 20.6 20.1 -16.2 60.7 0.3 540.8 4454.5 -111122.7 5.1
9/26/16 10:28 20.7 20.1 -16.3 55.2 0.3 545.3 4903.2 -124048.7 5.2
9/27/16 10:52 20.8 20.1 -16.4 55.8 0.3 547.9 4849.1 -122722.3 5.2
9/28/16 11:13 20.7 20.2 -16.3 58.4 0.3 546.2 4630.2 -116782.7 5.2
9/29/16 11:29 20.7 20.2 -16.3 60.1 0.3 546.2 4498.0 -112657.2 5.2
9/30/16 9:45 20.6 20.2 -16.2 61.2 0.3 542.2 4417.5 -110538.7 5.1
Min 20.3 19.8 -16.4 53.8 0.3 526.2 3763.8 -127387.4 5.0
Max 20.6 20.0 -15.9 70.9 0.3 544.1 3788.3 -92111.3 5.1
Avg 20.6 20.1 -16.2 62.3 0.3 541.0 4388.5 -109372.0 5.2
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